Draft Proposal CB-39
This concept has been developed by the DOE Building Energy Codes Program (BECP) as a possible code change proposal to the Commercial provisions of the 2012 International Energy Conservation Code (IECC).   Interested parties are asked to submit any and all comments on DOE's initial concepts and draft code change proposals. For instructions on submitting comments, visit:

www.energycodes.gov/development/commercial/codes/iecc/concepts/
Additional Energy Efficiency Options (CB-39)

Objective:  Simplify and clarify the provisions associated with additional energy efficiency options packages.

Suggested Code Change Proposal

Revise Sections C406.1 C406.3 and C406.3.1 and revise the title of Section C406.2 as follows:

C406.1 Requirements.  Buildings shall comply with at least one of the following:

1. More efficient HVAC equipment performance in accordance with Section C406.2.

2. Reduced efficient lighting power density system in accordance with Section C406.3.

3. On-site supply of renewable energy in accordance with Section C406.4.

C406.2.  More efficient HVAC equipment performance.
C406.3 Reduced lighting power density efficient lighting system. Whole building lighting power density (watts/sf) shall comply with the requirements of Section C406.3.1.

C406.3.1 Reduced lighting power density. The total interior lighting power (watts) of the building shall be determined not exceed be determined by using the reduced whole building interior lighting power in the result from multiplying the appropriate value(s) in Table C406.3 times by the floor area(s) for the building area type(s).  For the purposes of this option the determination of areas and their application to building type(s) shall be in accordance with Section C405.5.2.

Reason:  Clarification and simplification.  The intent of the HVAC package option is to install more efficient HVAC equipment than provided for in the minimum code.  The intent of the lighting package option is to reduce the allowable LPD in Table C405.5.2(1) by a set amount.  The proposed revisions do that.  In addition there are provisions in Section C405.5.2 affecting the calculation that still apply and should be referenced to ensure the code is consistent with the intent of this provision. 

Cost Impact:   There is no cost impact associated with this proposed change.

