Draft Proposal CB-45
This concept has been developed by the DOE Building Energy Codes Program (BECP) as a possible code change proposal to the Commercial provisions of the 2012 International Energy Conservation Code (IECC).   Interested parties are asked to submit any and all comments on DOE's initial concepts and draft code change proposals. For instructions on submitting comments, visit:

www.energycodes.gov/development/commercial/codes/iecc/concepts/
Snow Melt Provisions (CB-45)

Objective:  Ensure that all snow melting systems are covered by the code.

Suggested Code Change Proposal

Revise Section C403.2.4.5 as follows:

C403.2.4.5  Snow melt system controls.  Snow – and ice-melting systems, supplied through energy service to the building, shall include automatic controls capable of shutting off the system when the pavement temperature is above 500F and no precipitation is falling and an automatic or manual control that will allow shutoff when the outdoor temperature is above 400F so that the potential for snow or ice accumulation is negligible.
Reason:  Because the energy for snow and ice-melting systems could come from service other than the building, the revision is needed to ensure all energy use for snow melting is covered.  The language at the end of the last sentence being removed is not needed; it is not necessary in this case to explain the intent of the provisions in the code.  

Cost Impact:   There is no cost impact associated with this proposed change.

